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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
 
 
a.  The purpose of this amendment is to answer questions asked in reference to the Fort Richardson, Temporary 
Power Solicitation, Pre-Proposal walk-thru held at the CHPP on April 10, 2003.  
 
1.  What is required for the SCADA required by the RFP, and what location should it be installed in or 

to? 
 
 Answer:  The Provider shall provide a complete and operating SCADA with historical tracking for 

metering points as described in the RFP, and shall be located in building 700.  Room location to be 
determined at a later date.  The Provider shall provide all software, computer, and communication from the 
metering point(s) specified in the RFP to the computer to be located in building 700. 

 
2.   What size are the existing utility tie breakers in the existing switchgear line-up? 
 
 Answer:  The existing utility tie breakers are 1200 amp rated each.  Each has a 600 amp ammeter, and must 

be assumed to also have 600 amp primary current transformers. 
 
3. What is the power factor of the power requirement? 
 
 Answer:  The current Post power factor is 0.94. 
 
4. Is the 13 MW on page 29 of the solicitation correct? 
 
 Answer:  The 13 MW is a typo error and should read 13.5 MW for evaluation. 
 
b.  The date and time for proposal submissions will remain the same as specified in the RFP.  
 
 
 


